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RAIN GARDEN

NOTE REGARDING SUSTAINABILITY METRIC 3.B.4, RAIN GARDEN PROVIDES BENEFITS
FOR STORM WATER FUNCTIONS AS WELL AS SITE AESTHETICS THROUGH LANDSCAPING
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RAIN GARDEN

NOTE REGARDING SUSTAINABILITY METRIC 3.B.4, RAIN GARDEN PROVIDES BENEFITS
FOR STORM WATER FUNCTIONS AS WELL AS SITE AESTHETICS THROUGH LANDSCAPING

NOTE :PROPOSED 3 HOSE BIB

HB

HB

HB

HB

HB -HOSE BIB (3 TOTAL)

ONTARIO'S 2012 BUILDING CODE DATA MATRIX PART 3ITEM

PROJECT DESCRIPTION:1

OBC REFERENCE

REFERENCES ARE TO DIVISION B UNLESS NOTED

[A] FOR DIVISION A OR [C] FOR DIVISION C.

NEW

ADDITION

ALTERATION

CHANGE OF USE

PART 3 - 1.1.2. [A]

PART 11 - 11.1 TO 11.4

MAJOR OCCUPANCY(S)2 3.1.2.1 (1)

BUILDING AREA (SQ.M.)3 EXISTING 1.4.1.2. [A]

GROSS AREA4 EXISTING 1.4.1.2. [A]

NUMBER OF STOREY5 ABOVE GRADE BELOW GRADE 1.4.1.2. [A] & 3.2.1.1.

NUMBER OF STREETS/FIRE FIGHTER ACCESS6 3.2.2.10. & 3.2.5.

BUILDING CLASSIFICATION7 3.2.2.20. -3.2.2.83.

SPRINKLER SYSTEM PROPOSED8 ENTIRE BUILDING

SELECTED COMPARTMENTS

SELECTED FLOOR AREAS

BASEMENT

NOT REQUIRED

IN LIEU OF ROOF RATING

3.2.2.20. - 3.2.2.83.

3.2.1.5.

3.2.2.17.

INDEX

STANDPIPE REQUIRED9 YES NO 3.2.9.

FIRE ALARM REQUIRED10 YES
NO

3.2.4.

WATER SERVICE/SUPPLY IS ADEQUATE11 YES NO 3.2.5.7.

HIGH BUILDING12 YES NO 3.2.6.

CONSTRUCTION RESTRICTIONS13 COMBUSTIBLE

PERMITTED

NON-COMBUSTIBLE

REQUIRED

BOTH 3.2.2.20. - 3.2.2.83.

MEZZANINE(S) AREA SQ.M.14 3.2.1.1.(3) TO 3.2.1.1.(8)

OCCUPANT LOAD BASED ON15 SQ.M./PERSON DESIGN OF BUILDING 3.1.17.

BARRIER FREE DESIGN16 YES NO (EXPLAIN) 3.8.

HAZARDOUS SUBSTANCES17 YES NO 3.3.1.2. & 3.3.1.19.

REQUIRED FIRE

RESISTANCE

RATING (FRR)

18 3.2.2.20. - 3.2.2.83.

& 3.2.1.4.

HORIZONTAL ASSEMBLIES

FRR (HOURS)

LISTED DESIGN NO. OR

DESCRIPTION (SG-2)

FLOORS

ROOF

MEZZANINE

FRR OF SUPPORTING

MEMBERS

LISTED DESIGN NO. OR

DESCRIPTION (SG-2)

FLOORS

ROOF

MEZZANINE

SPATIAL SEPARATION - CONSTRUCTION OF EXTERIOR WALLS: NO IMPACT19 3.2.3.1.D.

WALL

AREA OF

EBF

(SQ.M.)

L.D.

(M)

L/H OR

H/L

PERMITTED

MAX. % OF

OPENINGS

PROPOSED

% OF

OPENINGS

FRR

(HOURS)

LISTED

DESIGN OR

DESCRIPTION

COMB.

CONST.

COMB.

CONST. NONC.

CLADDING

NON-COMB.

CONST.

 GROUP C ,GROUP D, GROUP F-3

NEW TOTAL

5

1 ONE

GROUP C,  UP TO 6 STOREY, (TABLE 3.2.2.43A.)

SPRINKLERED,COMBUSTTIBLE CONSTRUCTION

1

1538.33 SQ.M.

N/A

1 HOUR

NAME OF PROJECT:  PROPOSED 5 STOREY RESIDENTIAL CONDO

LOCATION:  35 WRIGHT ST., TOWN OF RICHMOND HILL  , ONTARIO.

0 SQ.M.

NEW

102 SQ.M.

TOTAL

FLOORS  OCCUPANCY

PLUMBING FIXTURE REQUIREMENTS20 PART 3

MALE/FEMALE COUNT @ % /  %

EXCEPT AS NOTED OTHERWISE

OCCUPANT

LOAD

BC TABLE

NUMBER

FIXTURES

REQUIRED

FIXTURES

PROVIDED

N/A

GR. FLOOR OCCUPANCY N/A N/A N/A

 ACTUAL CONSTRUCTION COMBUSTIBLE

PERMITTED

NON-COMBUSTIBLE

REQUIRED

BOTH

102 SQ.M.

1 HOUR & 1.5 HOUR(GR.C&GR.F3)

1 HOUR

N/A

EAST N/A14

WEST X

X

16.0 to

ROAD

C.LINE

N/A X

N/A

NORTH N/AN/A N/A

N/A

SOUTH

(front)

N/AN/A

383.67

224.92

N/A

1.26

6.33

248.38

0.65

297.94

N/A

N/A

100

0 0

N/A N/A

52 24.25

3/4

6.95

3/4

1

X

X

1

N/A

1 HOUR & 1.5 HOUR(GR.C&GR.F3)

1538.33 SQ.M.

1538.33 SQ.M.
1538.33 SQ.M.

MIN. No. PARKING SPACES                                                   8 spaces
MIN. No. VISITOR PARKING SPACES                                     2 spaces
MINIMUM PARKING SPACE DIMENSIONS                            2.75m x 5.Bm
MIN. No. HANDICAPPED SPACES (3 .7m x 6.0m)               2 spaces
MINIMUM AISLE WIDTHS                                                        6.0m
MAX. DRIVEWAY WIDTH                                                        6.0m
MIN. RADIUS JOINING STREET WITH DRIVEWAY                   7.5m

ZONING

ZONING STANDARDS PROPOSED

MAXIMUM FRONT YARD SETBACK
                                   - to building (dormer)
                                   - to porch

1.66 m
0.77 m

MINIMUM INTERIOR SIDE YARD SETBACK (e/s) 1.26 m
MINIMUM INTERIOR SIDE YARD SETBACK (w/s) 0.65 m

MAXIMUM LOT COVERAGE  360.96S sq.m 53.25%

MINIMUM INTERIOR REAR YARD SETBACK
                                  -to building
                                  -to terrace

10.09 m
6.33 m

MAXIMUM BUILDING HEIGHT
                                      -top of elevator roof
                                      -top of roof top

22.86 m
18.90 m

MINIMUM LANDSCAPING
                                   - ground
                                   - roof top
                                   -widening road area

11.10%
22.53%
3.83%

MAX.FLOOR AREA RATIO
Lot Area = 730.9 m2
Building Area = 1538.33 m2

3M ROAD WIDENING AREA =53.04 Sq M
LOT NET AREA = 677.86 Sq M(0.167 Acre) (0.067 Ha)

210.5%

MAXIMUM DENSITY (units per hectare) 119.4
MAXIMUM BUILDING LENGTH 26.11 m
PARKING STANDARDS

PARKING (REQUIREMENT) :
2 BEDROOM + DEN PARKING (1.0 X4 ) = 4
1 BEDROOM + DEN PARKING (0.9 X4 ) = 4
TOTAL PARKING REQUIRED = 8
VISITOR /ACCESSIBLE PARKING (0.15x8) = 2
TOTAL BICYCLE PARKING PROPOSED = 5
BICYCLE PAD AREA = 4.34 Sq M (%0.64)
FRONT PORCH AREA = 13.01 Sq M (%1.92)
WALKWAY AREA = 7.9 Sq M (%1.16)

RESIDENTIAL

37.46%

BUILDING AREA = (1538.33Sq M) (16558.98 Sq Ft)
1st FLOOR AREA = (91.26 Sq M) (982.4 Sq Ft)
2nd FLOOR AREA = (351.37 Sq M) (3782.16 Sq Ft)
3rd FLOOR AREA = (332.86 Sq M) (3582.9 Sq Ft)
4th FLOOR AREA = (330.29 Sq M) (3555.32 Sq Ft)
5th FLOOR AREA = (328.5 Sq M) (3536.47Sq Ft)
GAZEBO AMENITY SPACE (80.2 Sq.M) (863 Sq.Ft.)
STAIRWELL = (23.85 Sq.M. )(256.72 Sq.Ft.)

NOT INCLUDED:
BALCONIES/TERRASSES AND PORCH
ELEVATOR SHAFT = 54.87 Sq.Ft.(5.09 Sq.M.)
ROOF ACCESSES AREA=(52.83 Sq M)(568.7 Sq Ft)
ROOF ELECTRICAL ROOM=(15.6 Sq M)(168 Sq Ft)
BUILDING COVERAGE=(357.67 Sq M) 48.93%

2 BEDROOM + DEN APARTMENT = 4
1 BEDROOM + DEN APARTMENT = 4
TOTAL NUMBER OF APARTMENTS = 8
DENSITY =109.45 UNIT/Ha

LOT NET AREA = 677.86 Sq M (%100)
BUILDING COVERAGE = 360.96 Sq M (%53.24)
TOTAL LANDSCAPE AREA/W ROOF=286.24Sq M(%42.2)
PAVEMENT AREA = 126.17 Sq M (%18.61)
SOFT LANDSCAPE AREA = 75.28 Sq M (%11.10)
WALKWAY AREA = 7.9 Sq M (%1.16)
BICYCLE PAD AREA = 4.34 Sq M (%0.64)
TOTAL LANDSCAPE AREA W/BICYCLE PAD
/WALKWAY = 96.24 Sq M (%14.19)
ROOF SOFT LANDSCAPE AREA = 152.73 Sq M (%22.53)
TOTAL SOFT LANDSCAPE AREA = 226.01 Sq M (%33.34)
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 TOTAL WALL AREA 3207.04SF 297.94m2
 LIMITING DISTANCE 4.14FT 1.26 m 14 %
 ALLOWABLE OPENINGS 448.99SF 41.71 m2
 ACTUAL OPENINGS 288.42SF 26.80 m2
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